**VITRIFIED CLAY PIPE ON REINFORCED CONCRETE FOUNDATION**

**TYPE I**

**VITRIFIED CLAY PIPE ENCASED IN REINFORCED CONCRETE**

**TYPE II**

**VITRIFIED CLAY PIPE ENCASED IN REINFORCED CONCRETE & SUPPORTED ON PILES**

**TYPE III**

**GENERAL NOTES**

1. NOMINAL DIA. CM (IN.)
2. LAP JAW 30 IN. DIAMETER OR 48 IN. DIA.
3. Use 2-1/2"-OD X 2-1/2"-OD CONCRETE
4. E.G.: JOINTS SHALL BE MADE OF GRADE "TT" WORMAN IN ACCORDANCE WITH THE STANDARD SPECIFICATIONS

---

**DIMENSIONS FOR VITRIFIED CLAY PIPE**

**ELEVATION**

**TYPICAL DOUBLE PILE SUPPORT**

**TYPICAL SINGLE PILE SUPPORT**

---

This Standard Plan was developed for use on public works projects in the City and County of San Francisco, and shall not be used without consulting a Registered Professional Engineer. The Department of Public Works reserves the right to make revisions to the Standard Plan at any time.